SURFACE RESTORATION
AS SPECIFIED

SEE RIGHT-OF-WAY USE
PERMIT FOR PAVEMENT
RESTORATION REQUIREMENTS

EXISTING PAVEMENT
SURFACE

"GRAVEL BORROW” PER WSDOT
STD. SPEC. 9-03.14(1) OR
SUITABLE EXCAVATED MATERIAL
COMPACTED TO 90% OF MAX.
DENSITY

BENCH AS NEEDED FOR
SHORING SYSTEM WHEN
DEPTH IS 4 FT. OR GREATER
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— "CRUSHED SURFACING” PER
WSDOT STD. SPEC. 9-03.9(3)
COMPACTED TO 95% OF

MAX. DENSITY

N

WSDOT STD. SPEC. 9-03.14(1)

///COMPACTED TO 95% OF

\ - MAX. DENSITY

GRAVEL BORROW” PER

PIPE ZONE BEDDING PER
STANDARD DETAIL S—15

UNPAVED AREAS

NOTES:
1. MAXIMUM WIDTH OF TRENCH AT TOP OF PIPE ZONE:
— 36" FOR PIPE UP TO AND INCLUDING 18"
NOMINAL DIAMETER.
—  NOMINAL DIAMETER PLUS 18" FOR PIPE

PAVED AREAS

SEWER UTILITIES

LARGER THAN 18" NOMINAL DIAMETER. A
2. EXCAVATIONS OVER 4’ DEEP SHALL COMPLY ose
WITH THE SAFETY STANDARD DISCRIBED IN Sm %
CHAPTER 296-155 — PART N OF THE WAC. %
3. SEE "BEDDING, BACKFILL AND COMPACTION” IN TG
CHAPTER S5 OF THE ENGINEERING STANDARDS
FOR ADDITIONAL CONSTRUCTION REQUIREMENTS.| TITLE
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TYPICAL TRENCH DETAIL

NO. S-14




